??

6”

ALIGN VALVE BOX EARS IN THE DIRECTION
OF THE WATER MAIN (AS SHOWN)

CAST IRON COVER,
MARKED "WATER”
940 DEEP TAPER

6"

TOP VIEW

2" ASPHALT,
CLASS G

4” MIN OVERLAP BETWEEN TOP
SECTION AND BOTTOM SECTION

FOR VALVES 12" OR LARGER VALVE BOX
BOTTOM SHALL BE TYLER 7000 SERIES.
FOR VALVES 10" OR SMALLER VALVE BOX
BOTTOM SHALL BE OLYMPIC FOUNDRY 940
OR APPROVED EQUAL.

ETHA FOAM (2" THICK) "DONUT”
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10” QUICK
SET GROUT
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APPROVED: SCOTT THOMASSON

REV. DATE: APRIL 12, 1999
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